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ELEVATION GENERAL NOTES

1. REFER TO MEDICAL EQUIPMENT SHEETS 48-EQS-1 AND 48-EQS-2 FOR ALL EQUIPMENT
    REQUIRED IN EACH SPACE WITH CORRESPONDING IDENTIFICATION NUMBER. REFER TO
    MEDICAL PLANNING SPREAD SHEETS AND DATA SHEETS FOR EQUIPMENT NUMBERS AND
    DESCRIPTIONS.

2. REFER TO 48-EQS-3 FOR MEDICAL EQUIPMENT MOUNTING HEIGHTS AND WALL BLOCKING
    REQUIREMENTS.

3. ALL MILLWORK SHOWN REQUIRES WALL BLOCKING AND SUPPORT WHERE WALL HUNG.

4. ON ELEVATIONS, ALL BEDS AND EXAM CHAIRS SHOWN ARE FOR REFERENCE ONLY, UNLESS
    OTHERWISE NOTED, REFER TO MEDICAL EQUIPMENT PLANS AND DATA SHEETS
    FOR SPECIFIC INDENTIFICATIONS NUMBERS AND DESCRIPTIONS TO BE PROVIDED.

5. REFER TO MECHANICAL, ELECTRICAL AND PLUMBING SHEETS FOR UTILITY AND GASES
    REQUIRED FOR EACH ROOM. COORDINATE WITH INDICATIONS SHOWN ON MEDICAL EQUIPMENT
    DRAWINGS AND DATA SHEETS.

6. ALL EXPOSED WALLS IN EACH ROOM WILL HAVE 4" HIGH BASE COVE.
    TOILET AREAS WILL HAVE 6" CERAMIC TILE BASE. REFER TO
    INTERIORS DRAWINGS AND SPECIFICATIONS FOR STYLE TYPE AND COLORS.
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ARCHITECTURAL INTERIOR ELEVATIONS

48-AS8.3

 1/4" = 1'-0"
1

TRIAGE 1- NORTH
 1/4" = 1'-0"

2
TRIAGE 1 - EAST

 1/4" = 1'-0"
3

TRIAGE 1- SOUTH
 1/4" = 1'-0"

4
TRIAGE 1- WEST

KEYNOTES

KEYNOTE No. DESCRIPTION

101 PRIVACY CURTAIN AND TRACK.

106 MODULAR FURNITURE LOCATION, OWNER FURNISHED, OWNER INSTALLED.

107 SHELVING/STORAGE BINS, PROVIDE WALL BACKING TO SUPPORT, REFER TO
ELEVATIONS.

126 VINYL HANDRAIL & WALL GUARDS PER DETAIL 13A/48-AS7.6.RUN CONTINUOUS
ON OPEN CORRIDOR WALLS AND COLUMN POP OUTS U.N.O

135 WALL PHONE ADA HEIGHT 42"AFF-CORRIDORS, REFER TO ELECTRICAL
DRAWINGS FOR ALL WALL PHONE LOCATIONS.

732 PENAL TYPE SS TOILET/SINK COMBY.

901 HAND SANITIZER DISPENSER.

902 DIAGNISTIC SET.

903 GLOVE BOX.

904 SHARPS CONTAINER.

906 ICE MACHINE.

912 CLOCK.

914 BRACKET COMPUTER WALL/DESK.

918 EXAM LIGHT (LIG0082).

919 FILM ILLUMINATOR.

920 LIGHT BOOM (LIG0279).

923 SCRUB SINK, REFER TO MEDICAL EQUIPMENT PLANS AND MOUNTING HEIGHT
SHEET.

924 EXAM ROOM HEAD WALL.

926 MILLWORK UPPER CABINETS, REFER TO SPECIFICATIONS AND INTERIOR
DRAWINGS.

927 MILLWORK LOWER CABINETS/SINK, REFER TO INTERIOR DRAWINGS,
SPECIFICATIONS AND PLUMBING.

928 MILLWORK COUNTER TOP, REFER TO INTERIOR DRAWINGS AND
SPECIFICATIONS.

929 BED, PSYCH. OBSERVATION- BOLTED TO FLOOR SLAB.

930 LOCKER(S), PROVIDE BLOCKING.

931 OSOSCOPE DISPENSER,PROVIDED BY OTHERS- NO BACKING.

932 DIGITAL THERMOMETER DISPENSER,PROVIDED BY OTHERS- NO BACKING.

933 MEDICINE DISPENSER W/ REFRIGERATOR, ANCHOR TO FLOOR (BY OTHERS)
WALL BACKING BY CONTRACTOR.

935 FULL SIZE HOPPER SINK.

938 MILLWORK COUNTER TOP w/SINK, REFER TO INTERIOR DRAWINGS,
SPECIFICATIONS AND PLUMBING.

939 MILLWORK LOWER CABINET w/ 3 DRAWERS, REFER TO INTERIOR DRAWINGS,
SPECIFICATIONS.

942 (E POWER) OUTLET, REFER TO ELECTRICAL DRAWINGS.

943 TYP. OUTLET, REFER TO ELECTRICAL DRAWINGS.

944 DATA OUTLET, REFER TO ELECTRICAL DRAWINGS.

945 MEDICAL AIR.

946 MEDICAL OXYGEN.

947 MEDICAL VACUUM.

 1/4" = 1'-0"
5

EXAM ISOLATION- NORTH
 1/4" = 1'-0"

6
EXAM ISOLATION - EAST

 1/4" = 1'-0"
7

EXAM ISOLATION- SOUTH
 1/4" = 1'-0"

8
EXAM ISOLATION- WEST

 1/4" = 1'-0"
9

EXAM ROOM-NORTH
 1/4" = 1'-0"

10
EXAM ROOM - EAST

 1/4" = 1'-0"
11

EXAM ROOM- SOUTH
 1/4" = 1'-0"

12
EXAM ROOM - WEST

 1/4" = 1'-0"
13

GYNE EXAM- NORTH
 1/4" = 1'-0"

14
GYNE EXAM- EAST

 1/4" = 1'-0"
15

GYNE EXAM- SOUTH
 1/4" = 1'-0"

16
GYNE EXAM-WEST

 1/4" = 1'-0"
17

EYE EXAM- NORTH
 1/4" = 1'-0"

18
EYE EXAM- EAST

 1/4" = 1'-0"
19

EYE EXAM- SOUTH
 1/4" = 1'-0"

20
EYE EXAM- WEST

 1/4" = 1'-0"
21

PSYCH. EVALUATION - EAST

TRAIGE 18 SIMULARTRAIGE 18 SIMULARTRAIGE 18 SIMULARTRAIGE 18 SIMULAR

EXAM 43, 44 & 45 SIMULAREXAM 43, 44 & 45 SIMULAREXAM 43, 44 & 45 SIMULAREXAM 43, 44 & 45 SIMULAR

PSCH. EVALUATE 53 SIMULAR 1/4" = 1'-0"
22

PHYSICIAN-NORTH
 1/4" = 1'-0"

23
PHYSICIAN- EAST

 1/4" = 1'-0"
26

NURSES STATION- NORTH
 1/4" = 1'-0"

27
NURSES STATION- EAST

 1/4" = 1'-0"
28

NURSES STATION- SOUTH
 1/4" = 1'-0"

29
NURSES STATION- WEST

 1/4" = 1'-0"
30

PROCEEDURE ROOM-EAST
 1/4" = 1'-0"

31
PROCEEDURE ROOM - SOUTH

 1/4" = 1'-0"
32

PROCEEDURE ROOM - WEST

 1/4" = 1'-0"
34

SPLINTING- SOUTH
 1/4" = 1'-0"

35
SPLINTING- WEST

 1/4" = 1'-0"
36

CLEAN SUPPLY-EAST

 1/4" = 1'-0"
39

SOIL UTILITY- EAST

 1/4" = 1'-0"
40

SOIL UTILITY-SOUTH
OXYGEN EMPTY ROOM 48 SIM. 1/4" = 1'-0"

43
OXY. TANK RM FULL-SOUTH

 1/4" = 1'-0"
33

PROCEEDURE ROOM-NORTH

 1/4" = 1'-0"
25

PHYSICIAN-SOUTH

 1/4" = 1'-0"
37

CLEAN SUPPLY-SOUTH
 1/4" = 1'-0"

38
CLEAN SUPPLY- WEST

 1/4" = 1'-0"
41

SOIL UTILITY-NORTH
 1/4" = 1'-0"

42
SOIL UTILITY- WEST

 1/4" = 1'-0"
44

CORRIDOR 76 CORRIDOR 73 SIMILAR, REFER TO MED. EQUIP
PLANS


